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-L- STA. 11+70.00

TIE TO EXIST. 8" DI WATERLINE

BEGIN W/L CONSTRUCTION

-L- STA. 15+90.00

TIE TO 8" DI WATERLINE

END W/L CONSTRUCTION

D.I.P.   RESTRAINED JOINT,   PC 350,   3' MIN.   COVER

430 LF 8" WATERLINE

PLANS ONLY

CONSTRUCTION

UTILITY 

UC-9

NOTE: SEE PLAN SHEETS UC-4-6 FOR -L- PLAN VIEW
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-L- STA. 23+60

TIE TO EXIST. 8" DI WATERLINE

BEGIN W/L CONSTRUCTION

-L- STA. 27+95.00

TIE TO EXIST. 12" DI WATERLINE

END W/L CONSTRUCTION

3' MIN.   COVER

D.I.P.   RESTRAINED JOINT,   PC 350,   

435 LF 8" WATERLINE

END W/L CONSTRUCTION TIE TO 8" DI WATERLINE -L- STA. 15+90.00 PROJECT, SEGMENT A)

(BY OTHERS - LYNX BLE 

SSMH-25 AND 10" DI SANITARY SEWER

PROPOSED 10" DI WATERLINE, SSMH-24, 
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-L- STA. 35+05

TIE TO EXIST. 12" DI WATERLINE

END W/L CONSTRUCTION

3' MIN.   COVER

D.I.P.   RESTRAINED JOINT,   PC 350,   

260 LF 8" WATERLINE

-L- STA. 32+60

TIE TO EXIST. 8" DI WATERLINE

BEGIN W/L CONSTRUCTION

CLTWATER PROJECT NUMBER: 324-15-542 (SEWER)
CLTWATER PROJECT NUMBER: 529-15-033 (WATER)
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-Y4- STA. 14+28.96
-L-  STA. 20+75.46=

PROPOSED 12" D.I.P.  SANITARY SEWER

114.95 LF 136.64 LF

359.87 LF
@0.60%@0.60%

@0.60%

30.27 LF @0.60%

PROP. INV. OUT = 739.23'
EXIST. INV. IN = 740.33'

PROP. RIM = 747.90'

EXIST. 12" SANITARY SEWER TO REMAIN

PROP. INV. OUT = 738.34'
PROP. INV. IN = 738.54' (E)
PROP. INV. IN = 738.54' (S)

PROP. RIM = 749.80'
PROP. INV. OUT = 737.32'
PROP. INV. IN = 737.52'

PROP. RIM = 752.50'

EXIST. GRADE -L-

PROP. GRADE -L-

TO BE REMOVED

EXIST. 12" SANITARY SEWER

(APPROX.)
PROP. 15" RCP

(APPROX.)
PROP. 24" RCP

(APPROX.)
PROP. 15" CMP

(APPROX.)
PROP. 18" RCP

(APPROX.)
PROP. 15" CMP

(APPROX.)
WATERLINE
PROP. 8" DI

SEWER LINE
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EXIST. GRADE -L-

PROP. INV. OUT = 734.58'
PROP. INV. IN = 734.78' (S)
PROP. INV. IN = 734.91' (W)
PROP. RIM = 745.00'

(FROM BLE)
EXIST. INV. OUT = 732.64'
PROP. INV. IN = 733.46'
PROP. RIM = 743.20'
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PROP. INV. OUT = 729.33'
(FROM BLE)
EXIST. INV. IN = 731.73'
PROP. RIM = 741.00'
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PROP. INV. OUT = 734.96'
PROP. INV. IN = 735.16''
PROP. RIM = 746.50'

PROP. INV. OUT = 733.80'
PROP. INV. IN = 734.00' (W)
PROP. INV. IN = 734.33' (E)
PROP. RIM = 746.10''

ASSEMBLY

8" OUTSIDE DROP

55.87 LF @0.60%
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-Y5- STA. 14+07.02

-L-  STA. 26+75.00

@0.60%  294.58 LF

PROPOSED 12" D.I.P.  SANITARY SEWER
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PROP. GRADE -L-

EXIST. GRADE -L-

TO BE REMOVED

EXIST. 12" SANITARY SEWER

PROP. INV. OUT = 727.36'
PROP. INV. IN = 727.56'
PROP. RIM = 736.00'

TO REMAIN

EXIST. 12" SANITARY SEWER

(MH STA. 1+33.86)
-L- STA. 26+75.00, 20.35' LT
PROPOSED MANHOLE #S1-15

-S1-

-S8-

EXIST. INV. OUT = 699.30'
PROP. INV. IN = 699.50'
PROP. RIM = 720.25
REMOVE & REPLACE RING & COVER
(MH STA. 0+00.00)
EXISTING MANHOLE #S5-1
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ASSEMBLY

12" OUTSIDE DROP 

TO REMAIN

EXIST. 12" SANITARY SEWER
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